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ADDENDUM NO. 3:  RFP #GS-26-SCRR 

 

2026 SERVICE CENTER ROOF REPLACEMENT PROJECT 

 

 

The following changes, additions, and/or modifications have been made to the Contract Documents 

and Specifications, and/or the plans, and shall be reflected in the Contractor’s bid for the work.  

  

This Addendum No. 3 shall be acknowledged in the submitted proposal package. 
 

This Addendum No. 3 consists of the following:  

• Results of a Pull Test on EPDM Roof (with pictures) 

• Question and Answer on Bid Bond 

 

 

1. Results of a Pull Test on EPDM Roof – performed March 9, 2026 – SEE PICTURES ON PAGE 2 

A field adhesion pull test was conducted to evaluate the bond strength between the existing EPDM roofing 

membrane and the proposed TPO membrane system. The test was performed using a 2-foot by 2-foot test 

plate. 

The test measured an adhesion strength of approximately 2,900 pounds (for 4 square feet) between the 

existing EPDM membrane and the proposed TPO membrane layer. The adhesive used during testing was 

a two-component flexible adhesive designed for bonding the existing EPDM substrate to the new TPO 

membrane system. 

Testing was conducted using an Ashcroft pressure sensor with Com-Ten Industries racking equipment. 

The results indicate that the bond between the existing EPDM membrane and the proposed TPO 

membrane system achieved satisfactory adhesion during testing. 

Contractors shall review this information and incorporate it into their evaluation of the existing roof 

conditions when preparing their bids. Contractors remain responsible for verifying field conditions prior to 

installation.   

2. When assembling the bid bond, since there are two possible scopes of work - either an overlay or a 

remove and replace - should there be a bid bond for each bid, or just one for the scope of work that is 

higher?  

 

The bid bond (5%) shall be based on the total bid amount for the scope of work with the higher value (bid 

bond shall be 5% of the higher value). Only one bid bond is required. Contractors are not required to 

submit separate bid bonds for each potential scope of work.  
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END ADDENDUM NO. 3 

 

Bid Due Date and Time Remain the Same:  

Thursday, March 12, 2026, at 3:00 PM MDT 


